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. BN OVE (CISTING 0% WITH ATk COVER SND 1| REMOVE EXISTING SPRINKLER HEAD AND CAP REMOVE EXISTING DOOR AND FRAME.
PIPING. REMOVE EXISTING WALL AS INDICATED.
SOURCE.
REMOVE EXISTING RECEPTACLES AND ALL RELATED 2 | REMOVE EXISTING ROOF LEADER (REFER TO DWG @ REMOVE EXISTING LAY-IN TILE AND GRID CEILING.

WIRING BACK TO SOURCE. BOX AND CONDUIT TO
REMAIN.

ABATE EXISTING ASBESTOS FLOOR TILE AND
MASTIC PER REGULATIONS.

A-101 FOR NEW LOCATION). @

3| REMOVE EXISTING FLOOR MOUNTED AC UNIT AND
ALL RELATED DUCTWORK

REMOVE EXISTING SWITCH AND ALL RELATED

géllla&}gg‘l.BACK 7O SOURCE: BOX AND CONDUIT 10 4| REMOVE (4) EXISTING DIFFUSERS AND RELATED

DUCTWORK.

REMOVE EXISTING RECEPTACLES AND ALL RELATED
WIRING AND CONDUIT BACK TO SOURCE. 5| REMOVE EXISTING WASTE AND VENT PIPING FROM

AC UNIT BACK TO MAINS AND CAP.

one foot

REMOVE EXISTING SURFACE MOUNTED DATA AND
PHONE OUTLETS AND ALL RELATED WIRING AND 6| REMOVE EXISTING WATER PIPING FROM AC UNIT

CONDUIT BACK TO SOURCE. BACK TO MAINS AND CAP.

REMOVE EXISTING RECESSED DATA AND PHONE
OUTLETS AND ALL RELATED WIRING AND CONDUIT
BACK TO SOURCE.

one—half inch
0

REMOVE EXISTING PANIC BUTTON AND ALL
RELATED WIRING AND CONDUIT BACK TO SOURCE.

REMOVE EXISTING SWITCH AND ALL RELATED
WIRING AND CONDUIT BACK TO SOURCE.

REMOVE EXISTING WIREMOLD AND ALL RELATED
WIRING AND CONDUIT BACK TO SOURCE.

REMOVE EXISTING DISCONNECT SWITCH AND ALL
RELATED WIRING AND CONDUIT BACK TO SOURCE.

one foot

DISCONNECT EXISTING AC UNIT.

REMOVE EXISTING LIGHTS AND ALL RELATED

WIRING AND CONDUIT BACK TO SOURCE.
REMOVE EXISTING THERMOSTAT AND ALL RELATED 'C’ 'D’
WIRING AND CONDUIT BACK TO SOURCE. WING AREA OF WING

WORK

E
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REMOVE EXISTING WIRELESS ACCESS POINT AND

o! TURN OVER TO OWNER.

three—eighths inch
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